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PROJECT ABSTRACT 
 

Tyler County requests SBA funds in the amount of up to $4,443,498 and will be 

providing $450,000 in local funds for a total of $4,893,498.  These funds will be used for 

HVAC renovations and replacements at Tyler Consolidated Middle/High School. 

 
INTRODUCTION 

 

 This evaluation was performed by the SBA staff at the request of the School 

Building Authority of West Virginia.  The Needs Project Review Summary Sheet 

provided by Tyler County for the affected building(s) was reviewed and incorporated into 

this report. 

 After reviewing these documents, an on-site review was performed with  

Ms. Joyce VanGilder, SBA; Ms. Amanda Kimble, Director of Support Services; Mr. Jeff 

Davis, Treasurer, and Mr. Ted Tempalski, Seimens, on October 19, 2016, to review the 

submitted information and verify the severity of need for this project in relation to all 

other projects. 

 All affected facilities were visited by the SBA staff and the interior and exterior 

conditions of each facility were examined.  Photographs are provided within this report. 

 

 

 

 

 

 

 

 



THE PROPOSED PROJECT 

 

 Tyler County proposes HVAC renovations at Tyler Consolidated Middle/High 

School at a cost of $4,893,498.  This project is part of the current comprehensive 

educational facilities plan and would affect 687 students and would address air quality 

issues.  This building does not meet economies of scale guidelines.  The 8th year 

enrollment for Tyler Consolidated Middle/High School is projected to be 670.  An annual 

savings of $162,125 is expected as a result of this project.  A cost avoidance of 

$4,893,498 is expected as a result this project.  The educational environment will 

improve as a result of this renovation.  Once completed, adequate space for projected 

enrollment will be provided in the current facility.  Student travel time will not be 

affected by this project. 
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EXISTING BUILDING EVALUATION 

Tyler Consolidated Middle/High School  

 

• Grade Configuration:     6-12 

• Number of Classrooms:     22 MS; 35 HS 

• 2nd Month Enrollment:     687 

• Building Utilization:     57% MS; 66% HS 

• Site Size:       33 acres 

• Site Access:      Adequate  

• Site Adequacy:      Adequate 

• Parking Adequacy:     Adequate 

• Building sq/ft:      179,900 

• Flood Plain      Yes  

• Number of Additions:     1 

• HVAC System:       
  

• Restroom Facilities:     Adequate 

• Food Service Facilities:     Adequate 
 

• On-site Review Conducted:   
- Fire Safety Deficiencies   Y 
- Sanitation Reports    -- 
- State Board of Risk/Insurance  -- 
- DNR     -- 

• Overall Condition of the Building:   Good 



PROJECT STATUS 

Listed below are project activities that have been completed to date. 
 

• McKinley and Associates has reviewed and developed a budget estimate for this 
project. 
 

 
 PROJECT COMMENTS 

 

• One quarter of unit ventilators are located in the ceiling and have limited air 
return. 

• Complete replacement of pneumatic control to the DDC controls will occur. 

• The gym and shop HVAC equipment is not included for replacement in this scope 
of work. 

• WV Department of Education Office of Facilities’ annual report state the chiller 
and fan coils are nearing the end of normal life expectancy and capital planning is 
needed to address mechanical system needs. 

 
 
 

COUNTY’S PROPOSED FINANCE PLAN 
 

 County Proposal 

SBA Funds $4,443,498 

Local Funds $   450,000 

PROJECT TOTAL: $4,893,498 

 
    
    
Bonding Capacity: $37,508,415 Available Bonding Capacity: $37,508,415 
Excess Levy Capacity: $  6,145,867 Available Levy Capacity: $  - 0 - 
 
HISTORY OF SBA FUNDING   NEEDS PROJECT(S) 
 
NET:   $     735,425.80  A. I. Boreman ES Addition 
NEEDS:  $15,093,089.00  Sistersville ES A/R 
MIP:   $  1,095,702.00  Tyler Co. MS/HS HVAC 
EMERGENCY: $     605,033.80  HVAC Replacement 3 schools 
SAS FUNDS:  $     169,086.06   
 
TOTAL:  $17,698,336.66 
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